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NOTES:

1. ALL DETAILS AND SPECIFICATIONS FOR STANDARD MANHOLES ARE APPLICABLE
EXCEPT FOR REFERENCES TO DROP ASSEMBLY.

2. THE PRECAST BASE SHALL EXTEND FULLY UNDER THE DROP ASSEMBLY.

3. DROP CONNECTIONS SHALL BE REQUIRED WHENEVER AN INFLUENT INVERT IS
LOCATED 2.5 FEET OR MORE ABOVE THE MAIN INVERT CHANNEL. DROP
CONNECTIONS SHOULD NOT BE DESIGNED FOR LESS THAN A 2.5 FOOT DROP.

4. SOLVENT TYPE JOINT P.V.C. FITTINGS MAY BE UTILIZED IN THE DROP
ASSEMBLY ONLY.
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